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Initial Comments

Report of Biennial Construction Survey by Dennis
Harrell on 7-13-2016.

Records indicate this facility was first lilcensed on
8-1-1882 as a Home for the Aged. The facllity is
currently licensed as a 84 Bed Special Care Unit.
Therefore the facility was surveyed for
conformance with the applicable portions of the
2005 Rutes for Licensing of Adult Care Homes of
Seven or More Beds, and applicable portions of
the 1978 (Revislon 4) Edition, of the North
Carolina Building Code(s), Institutional
Occupancy, and the 1977 Minimum Standards
and Regulations for Homes for the Aged in effect
at time of initial licensure,

Bathrecoms-Hand Grips

SECTION 0300 - PHYSICAL PLANT

10A NCAC 13F .0305 PHYSICAL
ENVIRONMENT

{e) The requirements for bathrooms and toilet
roOIMs are:

{6) Hand grips shall be installed at alf
commedes, tubs and showers used by or
accessible to residents;

This Rule is not met as evidenced by:

Based on observation, there were no hand grips
provided at any of the 4 showers in the
bathrooms cff the hall.

Housakeeping-Maintained Free of Hazards

SECTION 0300 - PHYSICAL PLANT
10ANCAC 13F 0306 HOUSEKEEFING AND
FURNISHINGS

{a) Adult care homes shall:

C 000

G133

C 1686

Responses to the cited deficiencies does not
constitute an admission or agreement by the facility
of truth cf the facts alleged or conclusions set forth
in the Statementof Deficlences or Cormective Action
Report; the plan of corection is prepared solely as a
matter of compliance.

Safety bar was installed in shower, Staff will montor
and maintenance crders will be entered promptly.
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(8) be maintained in an uncluttered, clean and
orderly manner, free of all obstructions and
hazards;

(e) This Rule shall apply to new and existing
facilities,

This Rule is not met as evidenced by:

1. Based on observation, there was no handle
provided on the outward opening exterior gate in
the courtyard. The gate is equipped with Special
(magnetic) locking connected to the fire alarm
system. With no handle provided, it is difficult to
close the gate after testing the fire alarm system.

2. Based on observation, a wall and a corner
were damaged in the shower room on the right
near room 13. The damaged areas could present
a laceration hazard.

3. Based on cbservation, the exterior exit paths
were not maintained uncluttered and free of
obstructions.

Finding includes;

The exit path at the gate from the secure
courtyard was obstructed with a chair.

Building Equipment Maintained Safe, Operating

SECTION .0300 - PHYSICAL PLANT

10ANCAC 13F .0311 OTHER
REQUIREMENTS

(&) The building and all fire safety, electrical,
mechanical, and plumbing equipment in an adult
care home shall be maintained in a safe and
operating condition.

(k) This Rule shall apply to new and existing
facilities with the excepticn of Paragraph {g}
which shall not apply to existing facilities.

C 66

<189

Courtyard gate handle was replaced. Fuiura
maintenance orders will be entared promptly.

Mew vinyl covering installed over damaged area.

Al obstructions moved from exterior axit paths.
Future maintanance order will be entered promptly.

Future maintenance orders will be entaned promptly.

8-16-16

8-16-16
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Thig Rule is not met as evidenced by:

1. Based on observation, all the exit doors are
equipped with Speclal (magnetic) locking. The
magnetic locks released by activation of the
adjacent emergency release switch and by the
central emergency release switch. However,
when the fire alarm system was tested, none of
the doors released as required by Code. A Plan
of Protection was accepted to insure equivalent
protection until the fire alarm and door systems
can be repaired.

2, Based on observation, the emergency release
switch for the magnetically locked exit near the
laundry will release the door when held but is
damaged and not working properly.

3. Based on observation, the cover over the
emergency release switch for the magnetically
locked exit near room 1 was |ocked closed with a
plastic zip ty. A zip ty renders the emergency
release switch inaccessible because It cannot be
removed without a tool or knife. Note; The zip ty
was removed during the survey.

4. Based on observation, several battery
powered emergency lights would not work when
tested. Battery powered emergency lights that
will not work properly for at least 90 minutes
could endanger the residents and staff.
Findings include the following non-functioning
lights;

a. Above front door,

b. Corridor near room 18,

¢. Corridor near room 22,

d. Comidor near room 23,

&. Corridor near room 36,

f. Corridor near room nurse station,

g. All 4 fixtures in Activity room.

G189

Maintanance must check weekly

Mag. Lock door(s) repaired and In working order.
Door will be checked routingly. All maintenance
orders wil be entered promplly.

8-16-18

Emergency release switch for Mag, lock exit repaired.
Mag. lock will be checked and monitored routinely,
Al maintenance orders will be entered promptly,

8-16-18

Staff was briafad on proper safely procedura, Door
will be monitored and checked routinely. All maintena-
noe orders will be entered prompthy.

7-14-18

Maintenance must check weelkly
{&.-g) All battery powered emargancy lights replaced
and in working order. Lights will monitorad and
checked waakly,

8-23-16
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5. Based on cbservation, the magnetic Mag. Lock door was replaced and in working order. | 8-16-18
hold-opens on all the cross-corridor smoke Door will be checked weaekly. All maintenance orders
bartier doors released when activated by the fire vill be enterad promptly.
alarm system but re-energized when the fire
alarm system was sllenced. Magnetic hold opens
must not re-energize until the fire alarm system is
fully reset.
6. Basad on ob the fire alar Fire Alarm apstann tos16d and n working order. Alarm | 8-23-16
. Based on observation, the fire alarm system r& Alarm sysiem ! g A
started working again after testing but It failed to ansiored prompty " 1\ malnéenance orders wilba
reset properly as required. Fire alarm systems '
that do not operate properly, could fail to activate
in an actual fire.
Maintenance will check weakly
7. Based on observation, 2 duct mounted smoke Mmﬂl’i‘rﬁ g‘eﬂﬁlﬂdmﬂd&m‘lm rﬁml 8-23-18
detectors were installed in the boller room but no ﬁmﬁznam'om will be entered promply.
access doors were provided to allow inspection
and cleaning. Duct mounted smoke detectors
that are not periodically inspected and cleanad
may fail to activate in an actual fire,
8. Based on observation, several corridor doors
are prevented from ciosing quickly and latching to
resist the passage of fire and smoke. Corridor
doors that do not close completely and latch
present the possibliity that a fire that begins in
one space can quickly spread to the corridor and
the remainder of the facility.
Findings inciude; Maintenance will check weekly
a. Both of the cross-corridor smoke barrier doors E:m:}l Bﬂ;‘:;:“’;; ;f:“?'.::?:méﬂd mﬁ{i‘geil'; 8-16-16
near the MCM office falled to latch when closed. g orcer. ; '
b. The cross-corridor smoke barrder doors near All maintenance orders willbe entsrad promply
room 33 would not close fully when activated by
the fire alarm system.
c. Doors to reoms 8, 25 and 30 will not latch
when closed,
d. Hole beside the [atchset through the door to {d.) Hole repaired. Area will be monitored. All mainten-| 8-16-16
the breakroom. ance orders will be enterad pramptly,
Bivision of Heallh Semvice Regulation
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8. Based on observation, the exit sign at the ﬁ'zﬂmmﬁ mﬂ:’m“‘;ﬂgm?, mr&:} ;ﬂ"ﬁ’é*_?g_1 "
cross-corridor smoke barrer doors near room 33 be entared promptly. ale
would not llluminate on battery back-up, Exit
signs that will not (luminate on battery back-up
for at least 80 minutes could delay an evacuation
in an emergency,
10. Based on observation the required one-hour
fire rated walls and/or cellings were compromised
in several locations. Holes and penetrations that
are not sealed with materials approved for use in
one-hour fire rated construction present the
possibility that a fire that begins in one space can
quickly spread to other areas of the facility.
Findings Include: {a-d.) All holes repaired. Areas will be monitored | 8-23-16
a. Hole in the wall of the clean linen room, routinely. All maintenance orders will be entered
b. The ceiling is damaged above the commercial promptly,
dryer,
c. Holes in the ceiling of the main electrical room,
d. Hoie in the ceiling of the boiler room, ) )
e. TV junction box hanging out of wall in room muiﬁmmmwﬁ:mmh;mﬂ 8-23-16
14, - Almain '
f. Hole in the cefling of the breakroom, {£) Ceiling repaired. Area will be monitored. 8-16-16
g. Ceiling register not properly mounted to ceiling (9.) Cefling registered repaired. Area will be monitorad| B-15-16
in activity room.
11. Based on observation, the GFCI type GFCI receptacis replaced. Area will be monitored. | Anticipated
recaptacle in the shower room on the right near date B-28-16
room 13 would not trip when tested. GFCI type
receptacles that do not work properly present a
shock or electrocution risk.
GMa?siFn:?nm wigdi%dcmﬂ:ag;c gak Area will be monit- | Anticipated
= an . -
12' Based on observation, there was a % gas ored. ::I nggt'::nanoe orders will be entered promptly. | comection
line in the laundry that was sealed with only a daie 8-26-16
valve. The Fuel Gas Code requires gas lines that
are not attached to appliances to be capped
because, uncapped gas lines could leak even
with the valve turned off.
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